Eaghnl‘é

SAYBOLTLP

400 SWENSON DRIVE
KENILWORTH, NJ 07033
908-245-3100 Telephone

Fast To The Point

Saybolt LP

908-245-5828 Facsimile

K EORE LABIRAFONIES EOMPARY
Certificate of Analysis

Report Date:  5/23/2005 Product: #6 FIO (.5%)
Job No: 13031-0501604 Location: Sprague, Rensselaer, NY
Ciient Ref: N/A
Test Method Result Units
Lab Number: 2005050256-01 Sample ID: TK § UPPER
Date Sampled 5/23/2005
API Gravity @ 60°F ASTM D-4052 13.0 @ 60 °F
Suifur, Total by X-Ray Fluoresc. ASTM D-4284 0.498 WT %
Lab Number: 2005050256-02 Sample 1D: TK 5 MiDDLE
Date Sampled 5/23/2005
API| Gravity @ 60°F ASTM D-4052 13.0 @ 60 °F
Sulfur, Total by X-Ray Fluoresc. ASTM D-4294 0.498 WT %
Lab Number: 2005050256-03 Sample ID: TK 5 LOWER
Date Sampled 5/23/2005
AP! Gravity @ 60°F ASTM D-4052 13.0 @60°F
Sulfur, Total by X-Ray Fluoresc. ASTM D-4294 0.500 WT %
Lab Number: 2005050256-04 Sample ID: TK 5 SUCTION
Date Sampled 5/23/2005
AP| Gravity @ 60°F ASTM D-4052 13.0 @ 60 °F
Sulfur, Total by X-Ray Fluoresc. ASTM D-4294 0.498 WT %
{.ab Number: 2005050256-05 Sample ID: TK 5 RUNNING
Date Sampled 5/23/2005
AP| Gravity @ 60°FE ASTM D-4052 12.9 @ 60 °F
Sulfur, Total by X-Ray Fluoresc. ASTM D-4284 0.494 WT %
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Approved By:

Denise Apruzzi
Laboratory Manager

dpments embodied in this reporl. This report reflects only the Gndings at the time and place of inspection
insurance with respect 1 the goads or the contraciual performance of any party, Any person

%S {except for anstysts of RFG). IP 367 and appendix E of 1P standard methods for analysis. testing
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400 SWENSON DRIVE
KENILWORTH, NJ 07033
908-245-3100 Telephone
908-245-5828 Facsimile
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Saybolt LP
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A COAE LABORATORIES COMPAKY

Certificate of Analysis

Report Date:  5/23/2005 Product: #6 F/O (.5%)
Job No: 13031-0501604 lL.ocation; Sprague, Rensselaer, NY
Client Ref. N/A
Test Method Result Units
l.ab Number: 2005050256-06 Sample ID: TK § U,M,.L. COMPOSITE
Date Sampled 5/23/2005
API Gravity @ 60°F ASTM D-4052 13.0 @ 60 °F
Sulfur ASTM D-4294 0.498 Wit%
Flash Point (Pensky Marten) ASTM D-938 188 °F
Viscosity, Kin. @ 122.0°F ASTM D-445 377.0 cSt
Viscosity, SFS@ 122.0°F ASTM D-2161 177.9 Sec.
Pour Point ASTM D-97 37137 °CI°F
Water and Sediment ASTM D-1798 0.10 Vol. %
Ash ASTM D-482 0.033 W%
Gross Heat of Combustion ASTM D-240 18509 BTU/b
Gross Heat of Combustion ASTM D-240 150108 BTU/gal
Water by Distillation ASTM D-95 G.10 Vol. %
Sediment by Extraction ASTM D-473 0.034 Wit%
Carbon Residue-Conradson ASTM D-189 9.8 Wit%
Asphaltenes IP-143 3.2 Wit%
Nitrogen ASTM D-5762 0.354 Wt%
Sodium AA/SOL DIL 36 ppm
Vanadium AA/SOL DIL 6.0 ppm

Approved By:

Benise Apruzzi

Laboratory Manager

Issuer warrants (hat it has exercised due dijigence and care with respect to the information and professional judgments embodied in this report. This report reflects only the findings at the time aud place of inspection
and lesting. [ssuer expressty disciaims any further indemnity of any kind. This report is not 2 guarantee oz policy of msurance with respect to the zooeds or the comtractual perfoanance of any pasly. Any person
relying npon this report should be aware that issuey’s acrivities are caricd ot under their general terms and conditions.

“Precision paranelers apply in the evaluation of the test reswlts specified above, Please wiso mfer 1o ASTM D 3244 (except for analysis of RFG), 17 367 and appendix B of I? standard methods for analysis. testing
with respect to the utitization of test data to determine conformance with specilications™
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